NAVSHI PREPFAC YOKOSUKA
LOCAL STANDARD | TEM

FY-02
| TEM NG 099-50Y0
DATE: 01 JUL 2001
CATEGORY: Il

1. SCOPE:

1.1 Title: Horizontal Swi ng Check Valve; repair
2. REFERENCES:

a. None.
3.  REQUI REMENTS:

3.1 Matchmark val ve parts.
(V) "INSPECT PARTS FOR DEFECTS"

3.2 Disassenble, clean internal and external surfaces free of foreign
matter (including paint), and inspect parts for defects.

3.3 Repair valve as follows:
3.3.1 Chase and tap exposed threaded areas.

3.3.2 Machine, grind, or lap and spot-in disc to seat to obtain
360- degree continuous contact.

(V) (G "I NSPECT CONTACT"
3.3.2.1 Inspect contact using blueing nmethod.
3.3.3 Dress and true gasket mating surfaces.
3.4 Assenble valve installing new gaskets, bushings, disc retaining nut,
hi nge pin, and plug in accordance with the manufacturer's specifications, and
new fasteners in accordance with Table One, or Table 2 for DDG 51 cl ass.

3.5 Hydrostatically test valve as foll ows:

3.5.1 Hydrostatic test equi prment shall have the foll ow ng
capabilities:

3.5.1.1 Manual overpressure protection rel ease val ve.

3.5.1.2 Self-actuated and resetting relief valve with a set
poi nt no greater than 100 PSI G above the test pressure or 10 percent above
the test pressure, whichever is |ess.

3.5.1.3 Master and backup test gages with gage range and
graduati on shown on Table 3.

3.5.1.4 Protection equi pnent shall be accessible and test
gages shall be | ocated where clearly visible and readable to punp operator
and i nspector.
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(V)(G "SEAT TI GHTNESS"

3.5.2 Test for seat tightness in the direction tending to close the
val ve (back pressure) for a mninmumof five mnutes. Allowable |eakage as
fol |l ows:

VALVE S| ZE (NOM LEAKAGE RATE

Up to 2 inches inclusive 25 cc/hr./in. dia.
2-1/2 inches - 10 inches inclusive 50 cc/hr./in. dia.
Over 10 inches 100 cc/hr./in. dia.

The back pressure applied shall be in accordance with the foll ow ng:

VALVE PRESSURE RATI NG TEST BACK PRESSURE
150 PSI G and Bel ow 50 PSI G
Over 150 PSI G 100 PSI G
4. NOTES:
4.1 None.
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TABLE ONE

VALVE BCDY MATERI AL

1/ 2/
Al l oy Steel Car bon St eel Nonf err ous
3/ | Gade B-16 Grade B-16 Phosphor Bronze - Any Grade
Studs and Bolts Silicon Bronze - Any G ade
to M L-DTL-1222 Ni ckel Copper - Class A 4/
Nuts to Grade 4 or 7 Grade 4 or 7 Phosphor Bronze - Any Grade
M L- DTL- 1222 Silicon Bronze - Any Grade
Ni ckel Copper - Class A or
Class B 5/
Socket Head Cap | FF-S-86 FF- S- 86
Screws
NOTES:
1/ Alloy steel is of Conposition A - 2-1/4 percent Chrom um one percent

Mol ybdenum Conposition B - 1-1/4 percent Chromium 1/2 percent
Mol ybdenum and Conposition C - Carbon Ml ybdenum

Nonf errous Alloy except Al unm num

Studs shall be Class 2 or 3 fit on the nut end and Class 5 fit on the stud
end, except that a Class 3 fit with a thread | ocking conpound may be used
where tenperatures do not exceed 250 degrees Fahrenheit. The thread

I ocki ng conpound shall conformto ML-S-22473. |Inspect Class 3 fit stud
ends in accordance with SAE-J2270.

Fasteners of Nickel Copper Al um num Alloy shall be the only type used on
sea chests and hull val ves.

Nuts of Nickel Copper Alloy, conforming to Q@ N-281 Class A or B, or
Ni ckel Copper Al umi num Alloy conformng to Q@ N 286 shall be the only type
used on sea chests and hull val ves.
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TABLE 2

VALVE BCDY MATERI AL

1/
Al'l oy Steel/Carbon Steel

2/
Nonf er r ous

3/
St uds and
Bolts to
M L- DTL-
1222

5/
For services up to and including 650
degree Fahrenheit (F); Grade 5 steel

For services in 1,000 degrees F;
grade B-16

For services to 775 degrees F;, Grade
B- 16

For services in which JP-5,
[ubricating oil, or inflanmmable gas
or liquid of any kind, regardless of
pressure and tenperature, which are
within 3 feet of hot surfaces (above
650 degrees F) and where steel tubing
is required; Grade 2, 5 or 8 steel

Bolting subject to sea water
corrosion (other than hull integrity
bolting; for hull integrity bolting
see Note 4) Connections in contact
with bilge regions. Were strength
requires ferrous bolting and is
exposed to the weather; Class A

Ni ckel - Copper alloy to QQ N-281 or
silicon bronze to ASTM B98 with

di nrensi ons of M L-DTL-1222. Where
greater strength is required, use
Ni ckel - Copper - Al uni num al | oy
QQ N- 286.

4/ 5/
Phosphor Bronze -

Gr ade

Any

Silicon Bronze - Any Grade

Ni ckel Copper - Class A

Nuts to
M L- DTL-
1222

5/
For services up to and including 650
degrees F; Grade 5 steel

For services to 775 degrees F;, Grade
2H or 4 steel

For services to 1,000 degrees F;
Grade 4 steel

For services in which JP-5,
lubricating oil, or inflanmble gas
or liquid of any kind, regardless of
pressure and tenperature which are
within 3 feet of hot surfaces (above

650 degrees F) and where steel tubing
is required; Gade 5 or 8 steel
Nut s subject to seawater corrosion.

Connections in the bilge regions.
Where strength requires ferrous
material and is exposed to the

weat her; Class A or B Nickel - Copper
alloy to Q@ N-281 or Silicon Bronze
to ASTM B98 with di nensions to

M L-DTL-1222.

Phosphor Bronze -

G ade

Any

Silicon Bronze - Class A

or Class B

4/ 5/
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TABLE 2 ( CONTI NUED)

NOTES:

1/ Alloy steel is of Conposition A - 2-1/4 percent Chrom um one percent
Mol ybdenum Conposition B - 1-1/4 percent Chromum 1/2 percent
Mol ybdenum and Conposition C - Carbon Ml ybdenum

2/ Nonferrous Alloy except Al unm num

3/ Studs shall be Class 2 or 3 fit on the nut end Class 5 fit on the stud end
except that a Class 3 fit with a thread-Iocking compound nmay be used where
tenperatures do not exceed 200 degrees Fahrenheit. The thread-I ocking
conmpound shall be in accordance with ML-S-22473. Inspect Class 3 fit stud
ends in accordance with SAE-J2270.

4/ Fasteners of nickel copper alloy shall be the only type used on sea chests
and hul |l val ves.

5/ Where these materials would constitute part of a gal vani c coupl e,
proposals for alternate materials shall be submitted for approval.
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TABLE 3

MASTER GAGE SELECTI ON FOR HYDROSTATI C TESTS

Maxi mum Test Mast er Gage Range*** Mast er Gage Maxi mum
Pressure (1 b/in?g) Graduation Size
(1 b/ i n?g) (I b/in?g)
Fr ont To** From To
5000 9500 0 10000 100
3000 5800 0 6000 30
2500 4800 0 5000 30
1500 2800 0 3000 20
1000 1800 0 2000 15
750 1300 0 1500 10
500 800 0 1000 10
250 500 0 600 5
150 250 0 300 2
100 175 0 200 2
75 125 0 160 1
50 80 0 100 1
20 50 0 60 0.5
10 25 0 30 0.2
7 10 0 15 0.1
5 7 0 10 0.1
NOTES:
1. Mast er gage and back-up gages shall be track within two percent of each
ot her.
2. System maxi mum t est pressure shall be determ ned by applicable overhau

speci fication, building specification, or other governing docunents.

* Val ues agree with the requirenent that gage range shall not exceed 200
percent of maxi numtest pressure except for gage ranges 0 to 60 and
bel ow.

*x Val ves al l ow for reading pressures up to relief valve setting.

***  Exceptions to the values given in this table may be approved | ocally by
desi gn, based on an evaluation of test pressure, gage range, and
speci fic application
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